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Abstract
Energy efficiency, safety and stable operation of units are the most crucial aspects in every industrial process. In this study, 
Computational Fluid Dynamics (CFD) simulations were used to study heat transfer in a laboratory-sized tubular heat exchanger. 
A partly 2D axisymmetric and mainly 3D model of the heat exchanger was created and validated with several simulation in different 
operating points of heating capacity and volume flow. The results of the simulations were compared to experimental data to validate 
the model. The inlet and outlet temperatures were measured with Pt100 temperature probes, and the surface temperatures were 
measured with an infrared camera. The heat transfer coefficient was determined based on the surface measurements The validated 
model was applied for the investigation of performance losses of heat exchanger due to fouling caused by particle deposits along 
the tube which caused reduced heat transfer surface or performance and a failure of heating wire which caused reduced heating 
performance, hence altered heat and flow characteristics through the equipment. The results provide useful information not only 
in the design processes but the operational lifetime as well.
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1 Introduction
Heat exchangers are one of the most generally used equip-
ment in the chemical industries. In most technologies, there 
is a general need to heating or cooling material streams 
to provide optimal temperature level for the chemical pro-
cesses and reactions, phase and component separations, 
etc. The rate of heat transfer inside the heat exchanger 
can be significantly degraded due to fouling or any fail-
ure. Deposits can reduce the heat transfer surface, or they 
can form a layer resulting in worse heat transfer proper-
ties, or even change the flow characteristics inside the heat 
exchanger. Ocłoń et al. [1] investigated the effect of fouling 
on the thermal performance, so they studied how the outlet 
flue gas temperature varies with different values of the ther-
mal resistance. The results shows that the outlet temperature 
of flue gas could increase by 122 K due to the deposit inside 
the tube [1]. Han et al. [2] developed an integrated fouling 
model with a deposition and a removal process to simulate 
the fouling characteristics. This study presents that the foul-
ing resistance increases with time and it approaches to a 
stable value. Suárez et al. [3] applied a similar deposit-re-
moval rate model for the simulation of the fouling layer. 
Paz et al. [4] developed a framework to calculate a dynamic 
mesh model in Ansys Fluent to recreate the movement of 
the fouling-fluid interface. As a result they are able to show 
the fouling layer evolution at different time steps.
There are two approaches to predict the performance 
losses of heat exchangers. The traditional way is to use 
historical data and calculate a reliability measure, which 
can be used for future failure prediction. The other way is 
to use model-based calculations. In this case, the predic-
tions can be made by using validated mathematical mod-
els based on a priori information. Computational Fluid 
Dynamics (CFD) modelling is an excellent way to model 
and evaluate heat exchangers. In this respect, the applica-
tion of CFD tools are useful to obtain detailed informa-
tion about the flow and heat transfer processes inside the 
heat exchanger. After specifying the geometry, selecting 
the appropriate model equations and defining an adequate 
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computational grid, a reliable solution can be obtained in 
most cases [5]. CFD provides a cost effective alternative 
to investigate heat exchangers in detail [6]. After getting 
the solution, the sources of failures can be identified, and 
the exact reasons for performance losses can be calcu-
lated reliably. Ocłoń and Łopata [7] investigated the effect 
of fouling on the performance of a heat exchanger with 
CFD techniques, and they state that the fouling of heat 
exchanger tubes may lead in short period operation to a 
failure due to the significantly higher outlet temperatures.
In laminar flow, the pieces of the liquid flow in a straight 
line along the direction of the pipe and do not mix with 
other layers of fluid. In contrast to turbulent flow when 
fluid is moving chaotically and swirling around. When the 
flow characteristics are turbulent, the calculation of flow 
becomes more challenging. Multiple equations have been 
developed to make the flow field in turbulent domain pos-
sible to calculate. The most important turbulence models 
are RANS (Reynolds Averaged Navier Stokes), k–ε, k–ω 
models, and Spalart-Allmaras model [8, 9].
Aslam Bhutta et al. [10] calculated turbulence flow 
inside the heat exchanger. They conclude that k–ε turbu-
lent model can be advantageously used for both shell and 
tube, and tube in tube type heat exchangers. They showed 
that the simulation results obtained are in a good agree-
ment with the measurement, but the pressure loss was 
mostly overcalculated (by ±5–20 %). The same simulation 
model was used to predict the heat transfer coefficient. 
However, the accuracy proved to be lower with a differ-
ence between 5–36 %.
Rehman [11] presented a CFD simulation of a heat 
exchanger without baffles, so in that construction, the flow 
of cooling fluid was parallel to the tube wall. k–ω model 
was used with corrections for low Re number to calcu-
late turbulent flow. The pressure loss and the heat transfer 
coefficient was overestimated by 20 %.
During modelling, different simplifications can be 
done; for example, the application of porous material mod-
els on the shell side or applying symmetry boundaries to 
reduce the computational time [11]. Ozden and Tari [9] 
used a smaller scale heat exchanger to predict the flow field 
inside an industrial size heat exchanger. The baffle size 
and distance were optimised to lower the recirculation rate. 
The k–ε and the Sparalt-Allmaras models were applied 
with computational grids of different sizes. They found 
good agreement with measurement results only with a 2 % 
difference in case of heat transfer coefficient.
Zeyninejad Movassag et al. [12] in 2013 presented 
a simulation study of an industrial size heat exchanger. 
Two different types of baffles were implemented, a seg-
mented and a helical type. They found that the helical 
baffles have less flow-breaking effect than the segmented 
ones. Han et al. [13] in 2014 calculated the particle depo-
sition on the outer surface of tubes in a shell and tube 
exchanger. Turbulent flow implementing the k–ω model 
was used in the calculation of the liquid phase while the 
inelastic collision model was applied for the calculation of 
the particle motion. They found that the deposition of the 
particles mostly occurs in dead zones, or where the flow 
redirects. The intensification of the flow will lead to higher 
heat transfer coefficient. However, the number of particles 
deposited will be higher as well due to the multiple colli-
sions to the tubes [13]. Pan et al. [14] used commercial CFD 
software to calculate the heat transfer and pressure drop in 
helical rectangular heat exchangers. Based on the results, 
one of the heat exchangers was chosen based on the per-
formance, and it was validated within a thermal-compres-
sor system. Youssef et al. [15] investigated the effect of 
heat transfer fluid flow rates and inlet temperatures effect 
on the performance of heat exchangers with phase change 
material. The implemented detailed 3D model of the spi-
ral-like device is an excellent tool to understand the pro-
cesses taking place during the charge and discharge pro-
cess of the phase changing heat exchanger, which could 
ensure optimal operation.
Reddy et al. [16] performed a CFD analysis of a tube-
in-tube helical coil heat exchanger. Different flow rates 
were tested, and the heat transfer processes were inves-
tigated. They got a difference between the simulated 
and the empirical heat transfer coefficients, which were 
lower than 10 % in all cases. Somasekhar et al. [17] cre-
ated a simulation model for a multi-pass shell and tube 
exchanger. Their primary goal was to test different heat 
transfer media by adding nanoparticles to the base fluid 
(distilled water). The effects of Pe number, volume con-
centration, and particle type was investigated on the pres-
sure drop and heat transfer characteristics.
The CFD tools are useful for industrial purposes or fac-
tory applications. However, heat transfer modelling can be 
extended for waste heat recovery in buildings [18], Earth 
to Air heat exchangers [19], regenerative mini channel 
heat exchangers [20], or oscillatory flow exchangers [21]. 
The computational time increases with the number of 
mesh elements (so the improvement of the accuracy). 
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Impractically large computational times can be reduced 
by parallel and GPU computing, or cloud computing 
which has some support for open source software as well.
One of our novelties is a new infrared thermome-
ter-based validation method, where we used surface tem-
perature measurements for the validation of the model. 
In our experimental and simulation study, a CFD simula-
tion of a laboratory sized tubular exchanger and the vali-
dation of the model are presented. As a second novelty, we 
discuss in detail the steps of the CFD simulation develop-
ment, where we present how the information gained from 
the 2D model can be transferred into a 3D model to increase 
the stability of computation and to decrease the computa-
tional time. The advantages and disadvantages of CFD 
simulators and different meshing techniques were also dis-
cussed. We applied the validated model to investigate dif-
ferent type of failures of heat exchangers in two case stud-
ies. In the first case we calculated the performance loss due 
to fouling, and in the other case we investigated the perfor-
mance loss due to a heating wire failure. We investigated 
the fouling phenomenon with particle tracing method, 
where only the solution of the momentum balance is nec-
essary to get results about the expected places of deposits. 
With this method critical information can be gained in less 
time compared to other techniques (like adaptive mesh cal-
culation for the modelling of the fouling domain).
2 Materials and methods
A laboratory sized electrically heated tubular heat 
exchanger was investigated and presented in Fig. 1. 
The heat exchanger consists of six steel tubes connected 
through 90° elbows using copper nuts. The tubes contain 
4 kW internal heating wires, and the material of the heat-
ing wires is kanthal alloy with ceramic insulation and it 
is coated with a steel layer. The main dimensions of the 
heat exchanger are introduced in Table 1. A Honeywell 
Experion PKS Hybrid Control system is used for the con-
trol of the heat exchanger.
The water is fed in the lower part of the device through 
XV001 on/off valve, and its feed rate can be adjusted by a 
control valve (FV001). The flow measurement of the water 
was carried out with an ultrasonic flow meter (Flexim 
Fluxus F601, accuracy ±1 %) which was set up on the 
outside surface of the pipe. The inlet and outlet tempera-
ture is measured by a Honeywell STT 3000 temperature 
transmitter with Pt100 resistance sensor (0.01 % or 0.1 K 
accuracy). Foundation Fieldbus connection is used for the 
data transfer. Temperature measurements and the actua-
tor position of the control valve can be recorded. The time 
constant of the temperature probes is negligible compared 
to the time constant of the system.
3 Experiment results
To develop a valid model and simulation of the presented 
laboratory equipment we performed some measurements. 
First, we defined the characteristic of the flow valve 
(FV001) presented in Subsection 3.1. We revealed the rela-
tion between the heating intensity and the outlet tempera-
tures, and we measured the effect of the flow valve opening 
on the outlet temperatures (see Subsection 3.2). We per-
formed measurements with infrared sensors to improve our 
simulation results (see Subsection 3.3). Appendix A shows 
all the measurement data for each experiment.
Table 1 The dimensions of the heat exchanger
Dimension Value
Outer tube diameter [mm] 21.5
Inner tube diameter [mm] 18.0
Heating wire diameter [mm] 1.5
The thickness of the ceramic insulation [mm] 2.0
The thickness of the shell layer [mm] 1.0
Length of the tubes [mm] 350
Length of 90° elbows [mm] 75
Inlet area [mm2] 245
Fig. 1 a) Photo of the tubular heat exchanger; b) The schematic diagram 
of the equipment
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3.1 Characteristic of the flow valve (FV001)
The correlation between the outlet flow rate and actua-
tor position of the control valve is not linear; hence, we 
determined the characteristic of the valve. Fig. 2 shows 
how the flow rate varies with the valve actuator position. 
A third-degree polynomial equation was fitted to the data 
giving Eq. (1). It describes the relation between the valve 
position as x and the outlet flow rate as qv (l/h), which will 
be used to calculate the flowrate for the simulation.
q x x xv = + + +0 0002 0 0098 1 053 3 4451
3 2
. . . .  (1)
Table 2 shows some operation points of the control 
valve, where the flow rates and Reynolds numbers are 
introduced at different actuator positions (25 %, 50 %, 
75 %).
Reynolds numbers were calculated to verify the applica-
tion of the momentum balance equations. As the Reynolds 
numbers show, the flow is within the laminar regime in 
case of the 25 and 50 % valve position, and the flow is 
within the transitional regime in case of 75 % valve posi-
tion. A low Re number k–ε turbulence model for momen-
tum balance modelling should be capable of providing 
adequate calculation for all the three operation points.
3.2 Temperature measurements with Pt100 
temperature probes
The intensity of the heating can be set between 0 and 
100 %. In the first experiment we investigated the dynamic 
responses of the system by varying the heating intensity in 
steps. The actuator position of the control valve was set to 
25 %. The setpoint of the heating was gradually increased 
from 0 % to 100 % by 25 % steps, then it was gradually 
decreased to 0 % by 25 % steps. The inlet temperature, the 
heating intensity and the step responses of the outlet tem-
perature are shown in Fig. 3.
The same step response analysis was performed at 50 
and 75 % valve opening (FV001), and the results are in 
Fig. 4. The measured steady-state outlet temperatures are 
higher in case of lower flow rates and higher heating set-
points. The steady-state temperature characteristics are 
linear, which is advantageous in solving various regu-
latory control tasks. The linearity of the system mainly 
Table 2 The flow measurement results at different operation points
Operation point 1 2 3
Setpoint of actuator position [%] 25 50 75
Measured actuator position [%] 21.7 47.4 72.8
Outlet flow rate [l/h] 32.9 96.7 209.4
Inlet velocity [m/s] 0.0373 0.1095 0.2372
Reynolds number 578 1351 2578
Fig. 2 Valve characteristic curve
Fig. 3 The result of the heating experiment at 25 % flow rate
Fig. 4 Steady-state outlet temperatures at 25, 50 and 75 % 
valve opening
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comes from the fact that the electric heating is efficient, 
and it does not decrease with the temperature.
3.3 Measurement with infrared sensors
The Pt100 sensors provide information about the outlet 
temperature of the flowing agent and it is sufficient for 
temperature control objectives. However, to understand the 
detailed heat transfer process over the entire length of the 
heat exchanger, more information is required. For this pur-
pose, we used a FLIR A35sc infrared camera (5 % accu-
racy) to obtain surface temperatures of the heat exchanger. 
The FLIR commercial software was used for the calibra-
tion of the infrared camera, and the camera was attached 
to a data acquisition computer by Ethernet connection. 
The focal distance was set to 80 cm, while the reflection 
temperature was set to 295 K. In the experiment with the 
infrared camera, the steady-state outer surface tempera-
tures of the heat exchanger tubes were measured at 50 % 
and 100 % heating intensity. The FLIR software makes it 
possible to define measurement points, so it becomes pos-
sible to follow the dynamic changes in the temperature on 
the surface. Besides that, the temperature of the warm-
est, the coldest points and the average temperature values 
were calculated. Fig. 5 shows an example of the infrared 
measurements with 25 % opening of the control valve. 
Eight different surface points (Sp1-8) were defined along 
the length of the exchanger to record surface temperatures.
As Fig. 5 shows the surface temperature increases along 
the length of the tube. The maximum temperature was 
measured at a copper nut which is used to fix the pipes. 
The same temperature scale was applied in both cases. 
For case Fig. 5 a) the temperature changes between 295 
and 305 K, and for case Fig. 5 b) the temperature changes 
between 297 and 316 K. The maximum temperature is 
at the outlet in both cases.
4 The CFD model of the heat exchanger
The detailed model of the heat exchanger was implemented 
in COMSOL Multiphysics [22, 23]. The main steps of the 
model building are defining the governing equations, the 
material properties, and the boundary conditions. The cru-
cial points after the parameter definitions are the mesh 
independence study (see Subsections 4.1.1 to 4.1.3) and the 
verification of the model (see Subsection 4.2).
The k–ε turbulence model was used to calculate tur-
bulent flow in the heat exchanger [24, 25]. In case of low 
Reynolds number a modification of the k–ε turbulence 
model can be used, where the fluid velocities near the wall 
can be set to 0 [26, 27].
The enthalpy balance for the fluid phase can be for-
malised by the following simplified equations (Eqs. (2) 








































I T  (3)
The conduction and the heat transfer terms are consid-
ered for the solid phase (Eq. (4)). The index i refers to the 
solid material; the material properties were different for 
ceramic, steel and kanthal (heating wire material).
ρ λc T
t
T Qp i i i, �
∂
∂
= ∇× ∇( ) +  (4)
There is one additional process which has to be consid-
ered, the electrical heating. The two endpoints of the heat-
ing wires are defined as voltage and ground. The heat trans-
port can be described in the form of Eq. (3), but the source 
term should be implemented by Eqs. (5) and (6) [22, 23].
Q = ∇J  (5)
J V= − ∇σ  (6)
In order to solve the flow equations, the material prop-
erties must be provided. The fluid phase in the system is 
water, and its properties are well known. Besides that, 
there are some solid materials (structural steel, ceramic, 
kanthal) whose properties must be known. The COMSOL 
Fig. 5 Infrared temperature measurement of the system. a) steady-state 
values at 50 % heating intensity; b) steady-state values at 100 % heating 
intensity
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built-in material library was used for the calculation of 
material properties in case of the temperature-dependent 
density, viscosity, heat capacity and thermal conductivity 
of water, and thermal properties of the steel and ceramic 
parts [22, 23]. Equations (7)–(10) were used in simula-
tions to determine the temperature dependency of mate-
rial properties of water.
c T T T T
T
p
w ( ) = × − × +
− +
− −
3 6254 10 5 3819 10 0 3098
80 4073 12010
7 4 4 3 2
. . .
. .1471
   (7)
λw T T T
T




7 9754 10 1 5837 10
8 9489 10 0 8690





ρ w T T T T( ) = × − × +
+
− −
3 7182 10 3 0112 10 1 4005
838 4661
7 3 3 2
. . .
.
    (9)
µw T T T
T
( ) = × − ×
+ × − ×
− −
−
3 8457 10 9 0790 10
8 9043 10 4 6454
16 6 13 5
10 4
. .
. . 10 1 3605 10
2 1224 10 1 3799











Equations (7) to (9) can be applied in a temperature 
range of 273.15–553.75 K, and Eq. (10) can be used from 
273.15 to 413.15 K. All measured and simulated values 
were within these ranges. For steel and ceramic parts con-
stant values were used as cp
s  = 475 J/(kg K), λs = 44.5 W/
(m K) for steel and cp
c  = 703 J/(kg K), λs = 1.38 W/(m K) 
for ceramic parts. In case of the heating wire, which is 
made from kanthal alloy, the specification sheet issued 
by SANDVIK company was used to calculate the heat 
capacity and heat conductivity (Eqs. (11) and (12)). 
SANDVIK [28] provides heat capacity and heat conduc-
tivity values of kanthal alloys at some specific tempera-
tures. Using these data, the following polynomial expres-
sions were obtained by fitting a polynomial to the data, 
where the temperature is in [K].
c T T T Tp
K ( ) = × − + × +− − −3 10 10 3 10 0 165810 3 6 2 3 .  (11)
λK T T T( ) = × + × +− −3 10 9 6 10 7 88426 2 3. .  (12)
The density of the kanthal alloy was considered as a 
constant 7100 kg/m3.
4.1 Modelling and validation of the heat exchanger
The full 3D model provides the most information about the 
system. However, solving a model with different length 
scales resulted in disturbances in the convergence, so 
a two-step model was proposed consisting of a 2D model 
for the heating wire and a 3D model for the rest. In the 
final version, the heating wire was implemented as a heat 
flux boundary condition, where the heat flux is derived 
from the 2D representation. The following sections pro-
vide the steps for the model building.
4.1.1 Detailed 3D model
The real geometry of the heat exchanger was implemented 
in COMSOL Multiphysics, as shown in Fig. 6. The phys-
ical system was implemented in 1:1 scale. The horizontal 
parts were extended with the concentric cylinders of the 
heating wires and ceramic insulation. The black arrows 
indicate the inlet and outlet of the water where the tem-
perature probes are placed.
Fig. 6 shows that the main dimensions of the parts differ 
significantly in the three directions of space. For example, 
heating wire and its ceramic insulation is 350 mm long but 
its diameter only 6 mm. This length difference causes dif-
ficulties during mesh generation because the minimal ele-
ment size should be very small, especially near the small-
sized boundaries. The cross-section of the heating tubes 
is shown in Fig. 7. The black circle represents the heating 
wire; the white part is ceramic; the grey is the steel cover 
and the blue part is the domain of the flowing water.
Fig. 6 The implemented realistic 3D geometry of heat exchanger
Fig. 7 A vertical section of the device
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The inlet boundary was defined as a fixed velocity 
inlet for each simulation, while the outlet was defined as 
a no-stress outlet boundary (with relative pressure calcu-
lation) [22, 23]. The computational grid is unstructured 
with tetrahedral elements. Fig. 8 shows a small part of 
the calculation grid. The inner parts of the fluid domain 
contain bigger elements, while the solid layers contain 
smaller elements due to the small thickness. The mesh 
generation resulted in a large number of tetrahedral ele-
ments. For the solution of the model, a robust direct solver, 
the PARDISO was used [29].
For the numerical verification of the model a mesh 
independence study was performed at 50 % opening of the 
control valve and 100 % heating intensity, and the results 
are presented in Fig. 9.
The relative balance errors were referred to integrated 


































































With the increasing number of the mesh elements the 
numeric solution does not converge to a specific value and 
the computational time also increases. Significant errors 
were encountered in case of the heat balance, which are 
probably originated from the calculation of the solid phase 
heat transport processes, where the calculation domain 
contains a large number of mesh element due to the sub-
stantial length differences and refinements at the contact 
surfaces. In order to solve the problem, a 2D axisymmetric 
model of the heating wires was implemented to calculate 
the heat flux across the whole device.
4.1.2 2D axisymmetric model of the heating wire
In case of symmetric geometry application, the compu-
tational requirements can be significantly reduced by 
using only a slice of the geometry instead of the whole 3D 
domain. The geometry of the heat exchanger was imple-
mented as a long tube including only the six horizontal 
heating sections built after each other. The elbows and ver-
tical segments were neglected in the calculations because 
they do not affect the enthalpy balance. With these sim-
plifications, only four different rectangle-shaped domain 
using structured rectangular mesh must be calculated.
The same boundary conditions were applied as in the 
3D simulation. The simulated outlet temperatures were 
compared to the measured temperatures at 50 % open-
ing of the flow control valve and 100 % heating inten-
sity. The simulated outlet temperature was 323 K, while 
the measured was 322.7 K, which is an excellent agree-
ment. The transferred heat flux from the heating wire was 
3654 W/m2 (the nominal value is 4000 W/m2). Since the 
relationship between the heating intensity and the outlet 
temperature is linear (see Fig. 4) the heat flux can be calcu-
lated at each heating intensity if the maximal value is the 
identified 3654 W/m2.
4.1.3 The reduced 3D model with information from the 
2D model
The 3D geometry can be simplified with information gained 
from the 2D simulations, so the heating wire can be replaced 
with a heat flux boundary condition. The information loss 
is negligible, and the mesh network is much smoother with 
an acceptably low computational time. The mesh indepen-
dence study was performed using the PARDISO solver on 
the reduced 3D model, and the result is shown in Fig. 10.
Fig. 8 a) A part of the calculation mesh of the realistic 3D model (1248k 
elements); and b) calculation mesh in the cross-section of the pipe
Fig. 9 Mesh independence study in case of the realistic model
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Increasing the mesh elements result in a decrease of the 
model error, and the oscillation which happened in case of 
the realistic 3D model, was not experienced anymore. Based 
in Fig. 10 a computational grid containing 400 000 mesh 
elements was selected for further investigations. Fig. 11 
also confirms the choice of 400 000 mesh elements from 
a different perspective, where the measured and simulated 
outlet temperatures can be seen in the function of the num-
ber of mesh elements. Increasing the number of mesh ele-
ments results in lower simulation error. In case of model-
ling a real heat exchanger system the mesh independence 
study should always be done, because the low relative bal-
ance error on its own does not mean that the simulation 
will result according to the measured values.
The reliability of the model was checked at different 
openings of the control valve and heating intensity, as it 
can be seen in Fig. 12. It can also be seen that the model is 
reliable at 50 and 75 % opening of the control valve, but the 
results are unacceptable at 25 % opening, where the tem-
perature difference between the simulated and measured 
at 100 % heating intensity is higher than 310 K. The error 
is due to the heat loss into the environment; hence we had 
to implement its effect into the model. We noticed that the 
impact of the heat loss is only significantly present in case 
of the 25 % valve opening since the temperature, so the 
transferred heat is the highest (compared to other mea-
surements) at this operating point. The exact values in 
Fig. 12 are introduced in Table 3.
The model which does not consider heat loss is not suit-
able for describing the exact heat transfer processes. To over-
come this problem a heat flux boundary was defined at the 
outer surface of the heat exchanger, so we can model the 
heat transfer between the heat exchanger and the environ-
ment. For this purpose, the wall of the steel pipe was defined 
as a highly conductive layer. In this way, the heat conduc-
tion through the steel coating layer can be modelled without 
implementing its geometry [22, 23]. This type of boundary 
condition calculates the heat transport using the properties 
and the thickness of the layer. The heat conductivity of the 
steel was defined as 44.1 W/(m K), and the thickness of the 
layer was set to 1.8 mm (derived from the physical system).





















0 % 286.9 0.8 286.5 0.03 285.5 0.07
25 % 313.3 6.0 295.6 0.35 289.7 0.25
50 % 340.1 15.8 304.8 1.10 293.9 0.05
75 % 367.1 26.7 314.0 2.12 298.1 0.37
100 % 394.3 37.2 323.3 2.93 302.4 0.77
Fig. 10 Mesh independence study in case of the realistic model
Fig. 11 Mesh independence study in case of the reduced model
Fig. 12 Comparison of the measured and simulated temperatures
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The solid-fluid heat transfer coefficient was identi-
fied by the measured surface temperatures calculating the 
squared error between the infrared measurements and the 
simulated surface temperatures. The overall heat trans-
fer coefficient is 800 W/(m2 K). Fig. 13 shows the result 
of the model with a heat loss calculation, where a signifi-
cant improvement was reached at 25 and 50 % opening of 
the control valve. As we can see in Fig. 13, we were able to 
develop a model which accurately meets the outlet tempera-
ture measurements, where the average relative error is 6.5 %. 
The overall accuracy of the measurement is 1 %, hence the 
simulation error may come from the 3D model reduction.
4.2 Model validation with infrared temperature 
measurements
CFD simulators ensure that the calculated values can be 
extracted from the entire computation domain. The addi-
tional information that can be obtained this way was used 
to validate our model based on the infrared camera mea-
surements as well. The surface temperature values were 
derived at the specific points defined during the infrared 
measurements. Figs. 14 to 16 show the results of the com-
parison of the surface points in case of all three valve posi-
tions (25 %, 50 %, 75 %).
There are some differences between the measured and 
simulated values, mainly due to the uncertainty of the 
measurements. At the first measurement point, a relative 
error of 14–15 % occurs, showing the uncertainty of the 
surface measurement point selection by graphic methods. 
At the other points, the relative error changes between in 
the range of 0 % and 7 %, and the average relative error 
is 3–4 %. An error of 4 % is considered acceptable for 
similar cases in [30]. The overall accuracy of the measure-
ment is 5.1 %. The rather small relative error indicates that 
the model can be considered valid.
The red triangles in Fig. 17 show the places where 
the simulation underestimates the temperatures, while 
the blue triangles indicate the areas where the simula-
tion overestimates the temperatures. The same trend can 
be seen at 25 % valve actuator position and 50 % heating 
Fig. 13 Comparison of the measured and the simulated temperatures 
with heat loss calculation
Fig. 14 Model validation based on the surface temperatures at 25 % 
valve opening
Fig. 15 Model validation based on the surface temperatures at 50 % 
valve opening
Fig. 16 Model validation based on the surface temperatures at 75 % 
valve opening
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(Fig. 17 a), 50 % valve actuator position and 100 % heating 
(Fig. 17 b), and 75 % valve actuator position 100 % heating 
(Fig. 17 c). (All values in Fig. 17 are in °C.)
The colour legends inserted in the figures do not show 
the same range for all simulation results and measurements 
so that these plots can only be used for qualitative evalua-
tion. For quantitative assessment of results, the data derived 
from the surface measurement points can be used. On the 
surface of elbows, areas with higher temperatures are 
found. Similarly, inside the elbows, volumes with higher 
temperatures can be observed by the CFD simulations.
5 Case studies
We used the valid model for investigating different types 
of performance losses. In Subsection 5.1 we present per-
formance losses related to the fouling phenomenon. 
In Subsection 5.2 we present how the failure of the heating 
wire affects the performance.
5.1 Fouling related performance losses
The heat exchanger fouling was modelled by the deposi-
tion of particles using the particle tracing module [22, 23]. 
The particle tracing simulation was set up as a flow-based 
particle tracing, and the particles were moving based on 
the drag and gravitational forces acting on each particle. 
The traced particles were followed in a transient simula-
tion. The particles collided to some points of the walls and 
stayed there, which helps to identify the critical points of 
the heat exchanger. 250 particles were originated at the 
inlet boundary. Fig. 18 shows the result in the function of 
time. After 60 s most of the particles already left the heat 
exchanger, and the remaining particles marked the criti-
cal parts of the heat exchanger. After 60 s only the 93.6 % 
of the particles left the heat exchanger. As it can be seen 
in Fig. 18, the deposition will most likely develop where 
the flow direction changes fast or where the flow is frac-
tured. In these critical locations and next to the wall the 
velocity of the fluid is much lower, hence the probabil-
ity of the deposition is higher. The heavier particles also 
cannot change their direction due to their greater inertia. 
In [31–33] the researchers found the same, so the lower 
velocities enhance the fouling.
Fig. 19 a) shows the deposited particles at 25 % valve 
position, and Fig. 19 b) shows the deposited particles at 
75 % valve position at t = 60 s. In case of 25 % valve posi-
tion the 15.2 %, while in the case of 75 % valve position 
21.6 % of the particles were deposited.
Then the deposition phenomenon was modelled as 
regions with lower heat transfer coefficient. Fig. 20 shows 
the results at 25 % valve position, and 100 % heating 
intensity. 54 % of heat transfer loss was predicted at the 
elbows based on the coverage of the particles. (All values 
in Fig. 20 are in °C.)
The difference between the original case, and the 
deposited case is that the temperatures are higher at the 
Fig. 17 a) Results with 25 % valve position and 50 % heating; b) Results 
with 50 % valve position and 100 % heating; c) Results with 75 % valve 
position and 100 % heating
Fig. 18 Results of the particle tracing simulation
Fig. 19 Deposited particles at the end of the simulation with valve 
position: a) 25 % valve opening; b) 75 % valve opening
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elbows in case of the original simulation and lower near 
the heating wire. The outlet temperature decreased from 
357 K to 351 K due to the deposits on the electrical wire.
5.2 Heating wire failure related performance losses
The heating wire failure is one of the most common 
causes of performance loss in electrical heat exchangers. 
The device contains six heating wires which boundary con-
ditions can be set individually. The failure of the 3rd heating 
wire was modelled, which results in a heat loss of 609 W.
Fig. 21 a) shows the original results at 25 % valve posi-
tion and 100 % heating intensity, while Fig. 21 b) shows the 
results in case of heating wire failure at 25 % valve position 
and 100 % heating intensity. (All values in Fig. 21 are in °C.)
The temperature profile became flat near the failed heat-
ing wire and became more intensive after the fourth one. 
The outlet temperature decreased from 357 K to 349.5 K. 
Similar trends can be seen in case of higher valve position 
and heating intensity, differences appear only in the size 
and the positions of the hot points.
6 Conclusion
We presented the modelling steps of a laboratory-scale 
heat exchanger. Due to the inadequacy of the full realistic 
3D model, the heating wire and its insulation were mod-
elled using a 2D axisymmetric model. The model was val-
idated using not only the temperature probe but infrared 
camera measurements as well. The average relative error 
in case of modelling the outlet temperature is 6.5 % and it 
is the highest at zero heating intensity. The measurement 
accuracy is quite high (temperature measurement 0.01 %, 
flow measurement 1 %), hence error may come from the 
fact that we used information from the 2D model in the 
3D model, where the heating wire is replaced with a heat 
flux. In case of measuring the surface temperature the 
overall accuracy is 5.1 %, while the average relative error 
between the simulated and measured surface temperatures 
is 3–4 %. Errors may appear from the uncertainty of man-
ual measurement point selection.
We showed how the developed CFD model of the equip-
ment was used in different simulations and how it can be 
applied to investigate the performance losses due to fail-
ures of the heat exchanger. In this work we investigated 
two case studies. In the first case we modelled the fouling 
phenomenon using particle tracing module. We showed 
that the particles most likely deposit in that place, where 
the flow direction changes, or the flow is fractured. In the 
second case we investigated the performance loss due to 
the failure of an electrical heating wire. Based on the find-
ings of this study, CFD simulations with validated mod-
els can be applied as a useful tool for the detailed design 
of heat exchangers which have risks of fouling or uses 
fluid streams with solid particles. If we know the high-
risk places for deposition, we can reduce the chances of 
fouling or erosion caused by hard particles. Furthermore, 
conditions for an operating equipment can be predicted 
using a valid CFD model so the required maintenance can 
be scheduled without inspection or the replacement of the 
equipment can be forecasted too. Even certain risks which 
affect flow or heat characteristics, and their negative 
effects can be analyzed prior or during operation which 
will give information to the operating personnel how to 
react if any of these effects apply.
Nomenclature
A – area [m2]
cp – specific heat [J/(kg K)]
d – diameter [m]
Fr – Froude number [-]
J – current density [A/m2]
L – length [m]
m – Nusselt number coefficient [-]
Nu – Nusselt number [-]
p – pressure [Pa]
Q – heat source [W/m3]
qv – volume flow rate [l/h]
Re – Reynolds number [-]
t – time [s]
T – temperature [K]
v – velocity [m/s]
Fig. 20 25 % valve position, 100 % heating intensity; a) original 
simulation results; b) results with particle deposition
Fig. 21 Results at 25 % valve position and 100 % heating intensity; 
a) original simulation results; b) results with heating wire failure
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Appendix A: A summary of the temperature 
measurements
Table 4 Measured temperatures on the inlet, outlet and on the surface 
at the first operating point
Temperatures [K] 1. operating point
Actuator position of 
control valve 25 %
Inlet temperature 287.75
Heating Intensity 25 % 50 % 75 % 100 %
Maximum surface 
temperature 307.25 321.25 334.75 349.65
Minimum surface 
temperature 292.55 292.45 292.35 292.85
Average surface 
temperature 297.65 298.75 300.05 301.85
SP2 295.65 295.85 296.05 296.95
SP3 296.65 297.15 297.75 298.75
SP4 297.45 298.55 299.65 301.35
SP5 298.55 301.25 304.65 309.45
SP6 299.35 302.05 305.65 309.65
SP7 299.35 302.35 305.75 309.75
SP8 300.75 304.95 310.05 316.45
Outlet temperature 307.36 324.28 340.36 357.13
Table 5 Measured temperatures on the inlet, outlet and on the surface 
at the second operating point
Temperatures [K] 2. operating point
Actuator position of 
control valve 50 %
Inlet temperature 286.55
Heating Intensity 25 % 50 % 75 % 100 %
Maximum surface 
temperature 309.25 310.25 310.55 316.55
Minimum surface 
temperature 292.05 292.15 292.15 291.65
Average surface 
temperature 297.85 298.45 299.05 299.05
SP2 295.95 295.65 295.95 295.55
SP3 297.55 297.65 297.95 297.85
SP4 297.45 298.15 298.75 299.25
SP5 297.05 298.85 300.45 301.45
SP6 297.95 299.42 302.05 303.55
SP7 298.85 300.05 301.55 302.55
SP8 298.85 300.45 302.25 303.95
Outlet temperature 295.27 303.70 311.90 320.37
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Table 6 Measured temperatures on the inlet, outlet and on the surface 
at the third operating point
Temperatures [K] 3. operating point
Actuator position of 
control valve 75 %
Inlet temperature 285.55
Heating Intensity 25 % 50 % 75 % 75 %
Maximum surface 
temperature 307.05 307.45 307.95 311.65
Minimum surface 
temperature 290.95 291.55 291.75 291.35
Average surface 
temperature 297.05 297.65 297.85 298.35
SP2 295.15 295.55 295.25 295.65
SP3 297.15 297.65 297.65 298.15
SP4 296.75 297.25 297.55 297.95
SP5 295.55 296.45 297.15 298.05
SP6 296.15 297.75 298.35 299.45
SP7 297.75 298.55 299.05 300.05
SP8 297.35 298.35 299.25 300.65
Outlet temperature 289.95 293.86 297.75 301.58
